
Region 14 Schools is soliciting bids to remove the existing asphalt built up roofing at 

Bethlehem Elementary School and replace it with EPDM black rubber membrane over tapered 

consider consolidating areas depending on the bid pricing.  This is a design/build project.

Specifications are available on the RSD 14 Website (www.ctreg14.org) or at the RSD #14

Central Office located at Woodbury Middle School, 67 Washington Ave., Woodbury CT 06798

Questions may be directed to Michael Molzon, Facilities Director, at 203-263-4330

1.      Vacuum loose stone and debris from roof.

2.      Remove all existing roof flashing and edge metal to roof deck and dispose of debris.  

      The contractor shall provide dumpsters.

3.   Repair rotted Tectum panel with 3/4 CDX plywood as needed.  Provide unit cost.

4.   Over the roof deck provide a 1/4"per linear foot tapered slope polyisocyanurate insulation 

       to have a positive slope to drains.  System will have a 2" minimum thickness to maintain

       an average R=24 value per building code.

5.   Mechanically attach a 1/4" high density polyisocyanurate insulation board to roof deck, 

       1 per every 2 sq. ft.

6.    Provide new pressure treated wood blocking at the perimiter edge to match new insullation

       heights.

7.    Fully adhere a 60 mil black EPDM rubber membrane roofing by Johns Manville, complete

       with all flashings, sealants and terminations.

8.    Provide a snap-on fascia system by Johns Manville for .040 aluminum and up to a 10" face in 

       color to be determined by the Region.  Metal will be incorporated into manufacturer's 

       warranty.  Metal will extend down to cover all exposed wood fascia.

9.    Provide manufacturer's pre-fabricated pipe boot, corners, and pitch boxes.

10.  Provide new drain hardware as needed at existing roof drains (rings, bolts & strainers).

11. Tie new roof into existing per manufacturers requirements and in a manner not to impede

       water flow to the drains.

12.  Provide owner with a manufacturer's 25 year labor and material non-prorated, no dollar limit

       warranty including all edge metal.

13.  Make every effort not to damage existing landscape and lawns.  Clean and remove debris

       from job site.

 

 Area 1 Approx 10,200 sq. /ft.

Area 2 Approx 6,100 sq. /ft.

Area 3 Approx 7,600 sq. /ft.

Area 4 Approx 750 sq. /ft.

Area 5 Approx 700 sq. /ft.

Area 6 Approx 4300 sq. /ft.

Area 7 Approx 1500 sq. /ft.

upon request.

Specifications for Bid- Bethlehem Elementary Flat Roof Removal and Replacement

92 East Street, Bethlehem, CT  06751

insulation.  The bid price will be broken up into seven different areas.  Region 14 will

See Satellite Photo's of building and areas as drawn.

Region 14 has a tapered insulation plan provided by Johns Manville which can be furnished


